CONNONWEALTH OF KENTUCKY
BEFORE THE PUBLIC SERVICE COMMISSION

In the Matter of:
HENDERSON-UNION RURAL ELECTRIC

COOPERATIVE CORPORATION, INC.
CASE NO. 90-260

ALLEGED FAILURE TO COMPLY WITH COMMISSION
REGULATIONS

St N Rt N e e et

ORDER TO SHOW CAUSE

Henderson-Union Rural Electric Cooperative Corporation, Inc.
("Henderson-Union"), a Kentucky corporation which engages in the
distribution of electricity to the public for compensation for
lights, heat, power, and other uses, and which was formed under
KRS 279.010 to 279.220, is a utility subject to Commission
jurisdiction. KRS 278.010; KRS 275.210.

KRS 278.280(2) directs the Commission to prescribe rules and
regulations for the performance of services by utilities.
Pursuant to this statutory directive, the Commission promulgated
Commission regulation 807 KXAR 5:041, Section 3, which requires
electric utilities to maintain their plant and facilities in
accordance with the standards of the National Electric Safety Code
(1987 Edition). Similarly, the Commission promulgated Commission
regulation 807 KAR 5:006, Section 24, which requires the utilities
to submit a summary written report of any utility related accident
within 7 days where such accident results in death or serious

injury.



Commission Staff has submitted to the Commission an
Electrical Utility Accident Investigation Report dated August 20,
1990, attached hereto and incorporated herein as Appendix A, which
alleges:

1, On August 2, 1990, Larry Mattingly, an employee of
Henderson-Union, was seriously injured while trimming tree limbs
near an energized single-phase 14,400 volt primary 1line in
Crittenden County, Kentucky. He suffered serious burns when a
tree limb which he was holding came into contact with this primary
line. At the time of the accident, he was not wearing the rubber
gloves provided to him.

2. Mr. Mattingly's failure to wear rubber gloves while
working near energized lines is a violation of National Electric
Safety Code Section 42 (420H) which requires that employees use
the personal protective equipment and devices provided for work.

3. Henderson-Union's safety rules require that all
employees must use rubber gloves when working near energized
lines.

4. At the time of the accident, Roger Adams, an employee of
Henderson-Union, was supervising the tree trimming activities
being performed by Mr. Mattingly.

5. Mr. Adams' failure to require Mr. Mattingly's use of
rubber gloves while working near the energized line is a violation
of National Electric Safety Code Section 42 (421B) which directs a
foreman to "see that the safety rules and operating procedures are
observed by the employees under the direction of the first line

supervisor."”



6. At the time of the accident, Nessrs. Adams and Mattingly
were enmployees of Henderson-Union and acting within the scope of
their employment.

7. Henderson-Union submitted a summary written report of
this accident to the Commission on August 16, 1990.

8. The probable violations of Commission regulations listed
are:

a. 807 KAR 5:041, Section 3, because Henderson-Union
allegedly failed to comply with the standards of the National
Electric Safety Code.

b. 807 KAR 5:006, Section 24, because Henderson-Union
allegedly failed to submit a summary written report of this
accident within 7 days of the accident's occurrence.

The Commission, on its own motion, HEREBY ORDERS that:

1, Henderson-Union shall submit to the Commission within 20
days of the date of this Order a written response to the
allegations contained in the Electrical Utility Accident
Investigation Report.

2. Henderson-Union shall appear on October 30, 1990 at
10:00 a.m., Eastern Standard Time, in Hearing Room 2 of the
Commission's offices at 677 Comanche Trail, Frankfort, Kentucky,
for the purposes of presenting evidence concerning the incident
which is the subject of the Electrical Utility Accident
Investigation Report, specifically the alleged violations of
Commission Regulations 807 KAR 5:041, 8Section 3, and 807 KAR

5:006, Section 24, and of showing cause, if any it can, why it



should not be subjected to the penalties of KRS 278.990 for its
alleged failure to comply with Commission regulations,

3. The Electrical Utility Accident Investigation Report
dated August 20, 1990 is hereby made a part of the record of this
case,

Done at Frankfort, Kentucky, this 17th day of September, 1990.

PUBLIC SERVICE COMMISSION

csgommtusIoner %E

ATTEST:

Eéecutfve Dgrector



APPENDIX A

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE
COMMISSION IN CASE NO. 90-260 DATED 9/17/90

ELECTRICAL UTILITY ACCIDENT INVESTIGATION

DATE OF THIS REPORT 8/20/90 SUBNITTED BY John W. Land
NAME OF UTILITY Henderson-Union RECC

ACCIDENT REPORTED BY _John Newland - Director Engineering Operations

DATE AND TIME ACCIDENT OCCURRED 8/2/90 - 2:00 P.M. CST

DATE & TIME OTILITY LEARNED OF ACCIDENT _8/2/90 - Approx. 2:10 P.M. CST

DATE & TIME ACCIDENT REPORTED B8/3/90 - 4:25 P.M. EST

DATE OF ACCIDENT INVESTIGATION _8/6/50

DATE SUMMARY WRITTEN REPORT WAS RECEIVED FROM UTILITY 8/16/90

PERSONS ASSISTING IN THE INVESTIGATION _Charles Tucker-District Manager

Marion Office and John Newland-Engineering Operations Henderson-
Union RECC employees.

NAME OF VICTIM(S) 1. _Larcry Mattingly SEX M AGE _35

FATAL No NAME OF ENPLOYER:

INJURIES _Burns to left hand and soreness to palm of right hand.

2. SEX AGE
FATAL NAME OF EMPLOYER:
INJURIES

3. SEX AGE

FATAL NAME OF EMPLOYER:

INJURIES
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ELECTRICAL UTILITY ACCIDENT INVESTIGATION (Continued}

LOCATION OF ACCIDENT SITE Martha Harper Farm in Crittenden County,

Kentucky. Map location 36-59-9,

DESCRIPTION OF ACCIDENT Mr. Larry Mattingly was trimming a Hackberry

tree on the farm of Mrs. Martha Harper. Mr. Mattingly was using a

hydraulic saw to trim tree limbs which had grown into a single phase

14,400 volt primary line. While Mr. Mattingly was cutting a limb

approximately eight feet long, this limb struck primary phase wire,

while still in contact with Mr., Mattingly's hand. Mr. Mattingly was

not wearing rubber gloves at the time of the accident.

SOURCE OF INFORMATION Interviews with Mr. Charles Tucker, District

Manager, Mr. John Newland, Engineering Operations and Mr. Larry

Mattingly, Lineman (victim), and an onsite investigation,

PROBABLE VIOLATIONS OF COMMISSION REGULATIONS (1) Mr. Larry Mattingly

was not wearing rubber gloves at the time of contact. Reference

807 KAR 5:041, Section 3(1l) Acceptable Standards 1987 NESC Section 42

(420 H) Tools and Protective Equipment. (2) Mr. Mattingly's

foreman, Mr. Roger Adams, was present and in charge at the time of the

accident but did not insure that all safety rules were being observed

Reference 807 KAR 5:041, Section 3(l1) Acceptable Standards 1987 NESC,

Section 42 (421 B.,l) Duties of a First Line Supervisor. (3) Summary

Written Report was not submitted within 7 days of the accident. 807

KAR 5:006, Section 24.
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RECOMMENDATIONS {1)The Commission should consider action pursuant
to KRS 278.990. (2) Henderson-Union should require all employees to

review Henderson-Union's safety rules and should stress to its
employees the importance of adhering to them at all times.

CORRECTIVE ACTION _None
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LINE CLEARANCES

Minimum Allowed

Ags Measured by NESC
A, AT POINT OF ACCIDENT
Phase conductor to ground
elevation: 23'=-4" 20'-0"
Neutral conductor to ground
elevation: 19°'-4" 18'-0"
Communication conductor to
ground elevation: N/A N/A
Phage conductor to structures N/A " N/A
Neutral conductor to structure: N/A N/A
Communication conductor to
structure: N/A N/A
B. AT LOWEST POINT OF SPAN
Phase conductor to ground
elevation: 23'=4" 23'=4"
Neutral conductor to ground
elevation: 19'=-4" 18'-0"
Communication conductor to
ground elevation: N/A N/A

C. SPAN LENGTH Approximately 450'

Date the line or facilities were constructed: Approximately 1974

Otility: Henderson-Union RECC

Date: 8/6/90 Time 2:00 P.M. EST

Approximate temperature: 82 Deqrees P

Measurements made by: _John Newland-Engineering Operationg of Hender-—

son-Union RECC and witnessed by John W. Land of Public Service

Commission's Engineering Staff. -

Subaitted by: A e —
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Rural Electric Cooperative Corporation
INTER-OFFICE CORRESPONDENCE

TO: John West OATE: August 9, 1990

FROM: Accidant Investigation Committee COPIES:

SUBJECT: Employee Accident
Thursday, August 2, 1990

Who: Larry Mattingly, Lineman .
also present Roger Adams, Foreman and Larry Thompson, Lineman

Whare: HURE Map Number 36-59-9, property of Martha Harper

What: Mattingly had fintshed trimming 1imbs from a walnut tree in Mrs. Harper's
yard and had moved to a hackberry trae to trim it. Adams and Thompson
stayed at walnut tree to clean up 1imbs. Hackberry tree had been
trimmed previously, but had grown up over the 14,400 volt primary
wire. Mattingly was using hydraulic saw to trim away overgrowth.
while holding to a 1imb that was approximately 6-8 feet long and
1%* in diamater he was cutting. His plan was to push the 1imb away
from 1ine as it was cut. A small breeze pushed the VY{imb so that
the saw was bound, The 1imb fal1 toward the primary wire. The limb
struck the wire while still in contact with the tree and Mattingly's
hand. He received & shrck due to this. He was not wearing rubber
gloves. He was kept uvernight in Crittenden County Hospital for
observation. He reported for work on Wednesday, August Bth.

- Recommendations:

Larry Mattingly violated & safety rule by not wearing gloves.
Roger Adams did not exercise his given rasponsibility as Foreman,
We recommend both employees not be granted their Safety Points for
the period. No other action {s recommended.

Committea:
Hollis Jones, Buddy Tucker, John Newland

ab
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P.Q. Box 307 .§ _ In Kentucky (5Q2) 222-1797
Buckner, KY 40010-030? B iR Pk - Qut of State 1 (800} 321-7504
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DELTA MOBILE TESTING, INC.
‘fgb

DIELECTRIC TEST REPORT

o
Cuuomor'_H_Lcs_J_e.aain.u_a__,ubLLﬁA R 2 G .
, Model #: gOS -4< HQ.).B.I:L Technlclan'__\4.ﬁt?_-.t:x:aal__.'-‘mLJ‘:'f .‘
| seral 9 X7 =2 5099 Temperature:_ 2D

;. Truck D5 ' Unit's Gondition:_ 22—
:: Report #: ﬁ: — — pate: 3 =132~ RS
|
TEST AREAS APPLIED COMMENTS
ARTICULATING BOOM KVAC. ANSI'A92.2-1979
Upper Boom & (oq | ng 38 Pﬂ SS a J
Lower Boom Insert ’ 5'0 208 v 50r Pﬂﬁ Se J
Total Unit F~ _ ,
- . Lq ’8@ o 3é PQSS&QJ
Basket Shaft To Chassis
EXTENDABLE 800OM
| Total Unit 0 . .
Basket Shaft To Chassis |, } '
Ptatform Liner 2 35 L o) p;s:"‘-cl PAa S
. R
a8 3I3) LD CAse e d £3as1¢
¢ Hydraulic Oi) 2Pass

“a

21 KVAC Minimum™ D Fail

1 ——

”

: These .m Tests—Not 4 Guarantee!




"-‘.u 0 s ggaf In KOﬂlucky 4602) 222 11?
K? 40010-0307 oo ey T Out of 'Siate 1 (800) 32147804

DELTA MOBILE TESTING, INC.

BUCKET TEST REPORT

Customer: Aﬂimem_;(hl;d_&ﬁ&mtem Report No.: 3\
Mode!: ‘5 H.S : Truck No.: - S

Serial No.: M Techniclan:_Yre@mmn Jal) uxe
” - PLATFORM PIN M—ML_EWJ

' ' PLATFORM BRACKET _ <Y<
ox

UPPER CONTROLS _

BOOM EXTERIOR CONDITION _<OY.

ELECTRICAL HAZARD DECALS _ < ¥

ELBOWWELDS ©X. = L uloaicare O hea®,
\
A‘? ELBOW PINS _2 K.

\ CYLINDER BLOCK & PIN _© ¥,

o CYLINDER BLOCK & PIN _ ¢,

LOWER CONTROLS ()
MAIN BOOM PIN O

\\ CYLINDER BLOCK & PIN _ O X
‘

TURRET WELDS <\

|‘ . "
LOWER PEDESTAY WELDS Qx - jernve Tover wmord
HOR BOLTS < X

\\\ OUTRIGGER WELDS I

Comments: <

LY ey b

This is & Test/Not 8 Guarsntee!




TRUCK ARD EQUIPMENT

SATELY LOG
ﬂ{, ove gt A CC, TRUCK. HO. 5S
INSPECTED BY___ £, /W DATE 2-92-72
CHECKED BY e € DAVE_2-/03 = S8 ACCEPIED 8Y  Lenil -
IRSTRUTTOR RANAGEHERY
CIECK EACH T1EM: § - SATISFACTORY Q0 - REPAIRS NEEDED

X ~ REPAIRS MADE HA - NON APPLICABLE A ﬁ

HOIOR VEMICLE

_NOUSEKEEPING __| STEERING GEAR S_|_FIRE EXI. S

_IDENTLFICATION SiGN 1 norn < | (3)_FLARES e

%Aﬁj's- HEAD Z WINDOW GLASS 5 1 (3) FLAGS 1.5
B SS— o TN S |.(2) DANGER SIGNMS __ | <
R e —— Z | Mmsitep wiren__ < | FIRSY Al KT s

_DIRECTIORAU” RETLECTORS ™ [3™| MUFTLER & EXHAUST PIPE <

_BRAKES, foor ___ __ ___ |s.|Bouy_conotiion ST uion 5
BRAKES, HAND S_| TENUERS 5 -
Lt o PS—— TRUCK_BED [ | =z
R P PSR k5 -1 WiNCH LINE 5
SN — ] LY, Pz - -

CEARE " |7l REGISIRATION CARD L RADIO P
_MIRROR,_ REAR V1EW s .

—,—__100LS AND EQUIPMENT _

_{3)_TROIECTIVE GRS, < | 1IAND L INE 5 | PONER SANS B2
RUBBER GLOVES (EXIRA)__ 5| BLOCK & TACKLE S| SHOVELS S
10T STICKS <1 SLINGS 5| SPooNs Y 2.
HOT LINE CUTIERS s | MEOH, WoISTS s | p1geen un
_IRUCK GROUNDS | &°| GRIPS s | 1ars N4
~ANSULATED JUMPERS S| CROW BARS vl PIKES 3
LINE GUARDS S | FROST BARS /210 CART_HDOK S
PIN 10OS ACUOR BUSTER 7t] CARRY ING 1100KS vy
IHSULATOR GUARDS 5 | ANCHOR AugER e BoLT_curiens s
1RANS. GIN S| AXES & AXE GUARDS A| FOMER CUTTERS WA
LADUER O] MAULS 1¥A4 POVER UNIT s
TREE PRUNER 2| SAWS & SAW_GUARDS _5 | ELECIRIC CORDS 1.5
_ROFES S| L0G SAW 7| BLASTING EQUITMENT v

BULL LINE 5
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UNITED UTILITY SUPPLY

RUBBER GOODS PACKING SLIP

O-OP NAME & NO. HENJERSO/ - (!N 1ONREA. 1D LT TN 3 SEH[:!:QO;S CON~UNOK R.EC.C,
DDRESS PO, brAWER IR Soure 'y 22 < frm, HoV
WY _HENDERSO A STATE & ZIP _K¥., #2420 T3S A ST, LR1e=2L
HONE (8P2=) _ #'26 - 299/ Page | of _I HARONM, KY, 4244 ¢
Style of Rubber Geeds {This section for 1ast lab use enly)
0 Valtoge Siae & v .n;l’a.nhi '“S::lt.:::' Test Result Reasen fer Follure
He. Ruting length ] Olove | Mitten | Hose | Split | Sefid | Cover | Other §Pass (v}| Foil (4} | Viwal | Puncture] Leckage
243 |aeo¢|a-14 | o
N7 lapocol 240 | -
) SF oco|9b-i]
Y 1ap,000 |10 =16 )
LT Beocole <ie | -
Nz povvolin-r | o
NEA2 popoe i~ o
| 3 o poolio-t6 | oo
VA e oos |10-16 | o
v 125 hepoola ] Lo -
15T RO 000 T ] v
v ek Roeoolyf -tk ]| - .
|2 0% 1300000 -16] - '
T RS A ST AV -
el RO, 00041~ ffp ] v~ -
20,000 | RE, [
30 200 |LARGE L
H
' F%é:fé ap ulr L
’ - 212 <%
' o 17r
- Vil
i

‘oplou bad pair of gleves
Oe net replece gloves

Pul brass brad in puncivre

P Mork bed gleves in chalk
T Cut sut fingers of bod gleve
B Other

hite copy — ratoined for records by 1est lab
nh copy = returned 16 co-op lor records
sid copy — retoined lor records by co-op

Wiy

S E
LWHITE RUBEER.

SLEEURS ONLY,

UNITED UTILITY SUPPLY
AS15 QISHOP LANE

LOUISVILLE. KENTUCKY 40218
PHONE 502/459 4011

800/292.4574 INSIDE XY
800/624-2440 OUTSIDE kY
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PERSONAL TOOLS
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RUBRER

BODY
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SIRAP

CLIMBERS ..
MIM.1 172
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1AND
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GLOVES
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2950 _ PERSONAL TOOLS L. TmEsmrs o
RUBHER] BODY| SAFETY| CLIMUERS ..[C.SIRAPS] LWND
GLOVES| BELI| SIMAP | MIM.1 1/2 TOULS
OK | fok o  Jor |of
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GLOVES| BELT| SIRAP | NIM.1 172 TOOLS
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